MASSILLON DAILY INSPECTION REPORT REPORT NO.

Date: 6/18/14
Project: 2013 Levee Infrastructure Improvement Road: CHERRY RD/3RD ST NW
Weather: AM: SUNNY Temperature: AM: 73 Precipitation:
PM: SUNNY PM:

Lost Day: Yes [J No [ Reason:
Contractor: WENGER EXCAVATING Foreman: Scott Employee: 4
Sub-Contractor: Layne Inliner Foreman: Employee: 6
Sub-Contractor: Foreman: Employee: 2
Sub-Contractor: Foreman: Employee: 4
Electric: [] Contact: Reason:
Gas: (] Contact: Reason:
Water: ] Contact: Reason:
Cable: [ Contact: Reason:
Phone: [J Contact: Reason:
Equipment:
Dump Truck: _ Paver: _ Grinder _ Tack: _ Roller: __ Rubber Tire Roller:
Back-Hoe: ~ Skid Steer: ~ Loader: 1 Track-Hoe: 1 Tandom:  Compacter:
Dozer: Pan: Water Truck: = Curb Machine: ~ Concrete Truck:

Paid Item Plan ) . .

or Ref No. Page Location or Description Quantity
C/O Columbia Siphon Chamber CIP 12" 300'
C/O Headwall and 10' of 18" pipe to existing 18" pipe James P/S lump
Notes:

Wenger Exc. Installed Headwall and 10' of 18" storm pipe on existing 18" storm pipe at James Pumping
Station

Attachments: Yes [J No [ Inspector: JEFFREY KING
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