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WINDOW , STOREFRONT AND 
CURTAIN WALL ACCESSORY LEGEND
SYMBOL DESCRIPTION

INTEGRAL HORIZONTAL LOUVER BLIND UNIT WITH 1/4'' CLEAR, 

FULLY TEMPERED GLAZED,HINGED ACCESS PANEL

HORIZONTAL LOUVER BLIND

2'-11'' x 6'-6''

HORIZONTAL LOUVER BLIND

18'-11'' x 5'-10''

HORIZONTAL LOUVER BLIND

36'-11'' x 5'-10''

MOTORIZED WINDOW SHADE

22'-6'' x 12'-4''

MOTORIZED WINDOW SHADE

6'-2'' x 7'-10''

MOTORIZED WINDOW SHADE

6'-0'' x 6'-0''

B

LB1

LB2

LB3

LB4

LB5

LB6

*NOTE: 

ACTUAL DIMENSIONS TO BE VERIFIED IN FIELD (V.I.F.) AFTER 

CURTAINWALL/STOREFRONT INSTALLATION , PRIOR TO     WINDOW SHADE 

FABRICATION.

ELEMENTARY GYM MOTORIZED SHADES          TO RECEIVE BLACKOUT SHADE 

FABRIC.

LB6

MOTORIZED WINDOW SHADE

22'-10'' x 12'-4''
LB7

GENERAL NOTES:

1. ALL DIMENSIONS ARE TO BE VERIFIED IN FIELD (V.I.F.) PRIOR TO 

SUBMITTAL OF SHOP DRAWINGS AND MANUFACTURING.

2. OBTAIN ALUMINUM DOORS, ALUMINUM WINDOWS, 

STOREFRONT AND CURTAINWALL SYSTEMS FROM ONE SOURCE 

AND SINGLE MANUFACTURER.

3. OVERALL MASONRY OPENING (M.O.) DIMENSIONS INCLUDE 

SHIM/SEALANT JOINT SPACE.

4. ELEVATIONS DO NOT SHOW HARDWARE.

5. SEE ALUMINUM FRAME DETAILS ON SHEETS A-401, A-402, A-403, 

A-404, A-407.

6. VERTICAL GLASS SHALL COMPLY WITH LOAD REQUIREMENTS OF 

OBC (OHIO BUILDING CODE) SECTION 2404.

7. SAFETY GLAZING SHALL COMPLY WITH REQUIREMENTS OF OBC 

SECTION 2406.

8. ALL EXTERIOR WINDOW/GLAZING SYSTEMS SHALL WITHSTAND 90 

MILE PER HOUR WIND SPEED PER OBC SECTION 1609.

9. ALL ALUMINUM DOORS TO HAVE STEEL HARDWARE 

REINFORCEMENT AT LOCK STRIKES, HINGE LOCATIONS, TOP 

RAIL, DOOR FRAME HEADER AND DOOR FRAME JAMBS.

10. CONTRACTOR TO COORDINATE LOCATION OF ELECTRICAL 

ITEMS (EXIT SIGNS, PULL STATIONS,CONDUITS, ETC.) INSIDE OR 

MOUNTED TO MULLIONS WITH ELECTRICAL AND TECHNOLOGY 

CONTRACTORS.

11. DETAILS AND DOOR SWING MAY BE REVERSED.

12. ALL ANGLES, BEAMS, PLATES, AND LINTELS ARE TO BE 

GALVANIZED AND TO BE PAINTED TO MATCH THE INTERIOR AND 

EXTERIOR MASONRY/BRICK/VENEER AT WINDOW HEAD.

13. ALUMINUM SILL COLOR TO MATCH THAT OF BRICK @ SILL.

14. REFER TO SHEET A-521 FOR TYPICAL OPENING END DAM 

FLASHING DETAIL AND TYPICAL CAVITY WALL CONSTRUCTION 

DIAGRAM.

15. ALL LINTELS ARE TO BE PER STRUCTURAL DRAWINGS.

16. SEE A401 DRAWING ELEVATIONS FOR LOUVER BLINDS 

LOCATIONS.

NOTES:

1. SEE TYPICAL NOTES ON SHEET A401.

2. SEE ALUMINUM FRAME SYSTEMS LEGEND 

AND ACCESSORY LEGEND ON SHEET 

A401. 

3. SEE GLASS TYPE DETAIL ON SHEET A401

ALUMINUM SYSTEMS

SYSTEM 1: ALUMINUM WINDOW SYSTEM

                  1 7/8'' WIDE x 4 1/2'' DEEP

SYSTEM 2: ALUMINUM STOREFRONT SYSTEM

                  2'' WIDE x 4 1/2'' DEEP (FRONT SET)

SYSTEM 3: ALUMINUM CURTAIN WALL SYSTEM

                  2 1/4'' WIDE x 6'' DEEP (FRONT SET)
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1 2

G1
WINDOW ELEVATION GLASS TYPE 

SYMBOL

1/4'' CLEAR TEMPERED GLASS

NOT TO SCALE

G1 A401

GLASS TYPE
GL-1 (VISION)

G2 WINDOW ELEVATION GLASS TYPE 

SYMBOL

OUTBOARD LITE:

1/4'' CLEAR, FULLY TEMPERED, SOLAR

CONTROL WITH LOW-E ON #2 SURFACE

1/2'' AIR SPACE: (ARGON FILL)

INBOARD LITE:

1/4'' CLEAR, FULLY TEMPERED

NOT TO SCALE

G2 A401

INSULATING GLASS
TYPE GL-2 (VISION)

INTERIOREXTERIOR

1 2 3 4 1 2 3 4 5 6

G3
WINDOW ELEVATION GLASS TYPE 

SYMBOL

OUTBOARD LITE:

1/4'' CLEAR TEMPERED GLASS

1/2'' AIR SPACE (ARGON FILL)

1/4'' CLEAR TEMPERED GLASS

INTEGRAL BLINDS

INBOARD LITE:

1/4'' CLEAR TEMPERED GLASS

INTERIOREXTERIOR

NOT TO SCALE

G3 A401

INSULATING-TRIPLE GLAZING
GLASS TYPE GL-3 (VISION)

1 23 4 5 6

G4 WINDOW ELEVATION GLASS TYPE 

SYMBOL

OUTBOARD LITE:

5/16'' LAMINATE (1/8'' CLEAR, FULLY TEMPERED - 0.060''

"FROSTED" POLYMER-RESIN INTERLAYER - 1/8'' CLEAR, 

FULLY TEMPERED)

1/2'' AIR SPACE (ARGON FILL)

INBOARD LITE:

1/4'' CLEAR, FULLY TEMPERED

INTERIOREXTERIOR

NOT TO SCALE

G4 A401

INSULATING-LAMINATED
GLASS TYPE GL-4 (VISION)
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ALUMINUM
FRAMES
OPENING AND
ENTRANCE
ELEVATIONS

A-401

ELEVATION ELEVATION ELEVATION ELEVATION
A-401

5 ELEVATION
A-401

6 ELEVATION

A-401
12 ELEVATION

A-401
9 ELEVATION

A-401
7 ELEVATION

A-401
10 ELEVATION

A-401
11 ELEVATION

A-401
8 ELEVATION

W1 WINDOW W2 WINDOW

W3 WINDOW W4 WINDOW

A-401
13 ELEVATION

S4 STOREFRONT WINDOW

A-401
2

A-401
1

A-401
3

A-401
4

A-401
16

A-401
17

A-401
20

A-401
21

A-401
22

ELEVATION ELEVATION
A-401
15

A-401
14

ALUMINUM CURTAIN WALL SYSTEM 

A-001.1 AND A-001.2

SYSTEM 3

ELEMENTARY VESTIBULE A-001
ALUMINUM CURTAIN WALL SYSTEM 

A-001.3 AND A-001.4

SYSTEM 3

ELEMENTARY VESTIBULE A-001
ALUMINUM CURTAIN WALL SYSTEM 

A-006.2 SYSTEM 3

1ST GRADE ELA STAIRS A-006
ALUMINUM CURTAIN WALL SYSTEM 

C-006.2 SYSTEM 3

KINDERGARTEN ELA STAIRS C-006

ALUMINUM STOREFRONT SYSTEM 

DOOR A-003.1 SYSTEM 2

PRE-K VESTIBULE A-003
ALUMINUM STOREFRONT SYSTEM 

DOOR A-003.2 SYSTEM 2

PRE-K VESTIBULE A-003
ALUMINUM STOREFRONT SYSTEM 

DOOR C-005 SYSTEM 2

KINDERGARTEN ELA EXIT C-005

ALUMINUM WINDOW/DOOR FRAME SCHEDULE

MARK.

MASONRY/ROUG
H OPENING V.I.P.

(Wxht.) HEAD. JAMB. SILL.
.THRESHO

LD. REMARKS.

1/A-401 3'-4" X 7'-4" H10/A-404 J10/A-404 T10/A-404

2/A-401 3'-4" X 7'-4" H10/A-404 J10/A-404 T10/A-404

3/A-401 6'-4" X 7'-4" H12/A-404 J12/A-404 T12/A-404

4/A-401 6'-4" X 7'-4" H10A/A-404 J10/A-404 T10/A-404

5/A-401 22'-0" x 11'-0" H7A,H7B/A-4
03

J7/A-403 T7/A-403

6/A-401 22'-0" x 11'-0" H7A,H7B/A-4
03

J7/A-403 T7/A-403

7/A-401 22'-0" X 24'-0" H3/A-402;H7B
/A-403

J3B/A-402 T3/A-402

8/A-401 20'-0" X 19'-2" H4/A-402 J4A/A-402;
H7B/A-403

T4/A-402

9/A-401 15'-0" X 51'-6" H13A,H13B/A
-404

J13/A-404 S13/A-404 T13/A-404

10/A-401 6'-4" X 7'4" H3/A-402 J3/A-402,
J14A/A-405

T3/A-402

11/A-401 10'-8" X 8'-8" H4/A-402 J4B/A-402 T3/A-402

12/A-401 11'-0" X 7'-4" H8/A-403 J8/A-403 T3/A-402

13/A-401 31'-0 1/2" X 2'-4" H2/A-402 J2/A-402 S2/A-402

14/A-401 36'-11" X 5'-10" H11/A-404 J11/A-404 S11/A-404

15/A-401 18'-11" X 5'-10" H11/A-404 J11/A-404 S11/A-404

16/A-401 6'-8" X 6'-0" H2/A-402 J2/A-404 S2/A-402

17/A-401 6'-8" X 6'-0" H2/A-402 J2/A-404 S2/A-402

18/A-401 36'-2" X 10'-0" H15/A-405 J15/A-405 T15/A-405

19/A-401 21'-6" X 10'-0" H16/A-405 J16/A-405 T16/A-405

20/A-401 6'-8" X 6'-0" H1/A-402 J1/A-402 S1/A-402

20.1/A-401 6'-8" X 6'-0" H1/A-402 J1/A-402 S1/A-402

21/A-401 6'-8" X 6'-0" H1/A-402 J1/A-402 S1/A-402

21.1/A-401 6'-8" X 6'-0" H1/A-402 J1/A-402 S1/A-402

22/A-401 6'-0" X 6'-0" H6A/A-403 J6/A-403 S6/A-402

23/A-401 10'-0" X 8'-8" H9/A-403 J9/A-403 T5/A-402

24/A-401 6'-4" X 7'-4" H5/A-402 J2/A-402 T4/A-402

GYMNASIUM

ALUMINUM STOREFRONT SYSTEM 

SYSTEM 1

6'-0"W x 6'-0"H

1ST GRADE CLASSROOM

KINDERGARTEN CLASSROOM

PRE-KINDERGARTEN

SPECIAL ED.

WINDOW SYSTEM 

SYSTEM 1

1ST GRADE CLASSROOM

KINDERGARTEN CLASSROOM

PRE-KINDERGARTEN

SPECIAL ED.

WINDOW SYSTEM

SYSTEM 1

1ST GRADE CLASSROOM

ADMIN AREA

PRE-KINDERGARTEN

KINDERGARTEN

WINDOW SYSTEM

SYSTEM 1

1ST GRADE CLASSROOM

ADMIN AREA

PRE-KINDERGARTEN

KINDERGARTEN

WINDOW SYSTEM

SYSTEM 1

TEACHER LOUNGE

SELF-CONTAINED CLASSROOM

SPECIAL ED. 

ART, MUSIC ROOM

WINDOW SYSTEM

SYSTEM 1

W3 WINDOW20.1
A-401 TEACHER LOUNGE

SELF-CONTAINED CLASSROOM

SPECIAL ED., TITLE,

WINDOW SYSTEM

SYSTEM 1

W4 WINDOW21.1
A-401

STAIRS A-202

ALUMINUM STOREFRONT SYSTEM

SYSTEM 2

KITCHEN B-113

ALUMINUM STOREFRONT SYSTEM

SYSTEM 2

STAIRS A-202

ALUMINUM STOREFRONT SYSTEM

SYSTEM 2

CAFETERIA A-103

ALUMINUM CURTAIN WALL SYSTEM

SYSTEM 3

A-401
23 ELEVATION

ALUMINUM STOREFRONT SYSTEM 

DOOR B-002 SYSTEM 2

CORRIDOR B-002 A-401
24 Elevation

ALUMINUM STOREFRONT SYSTEM 

DOOR A-118.1, A-118.2 SYSTEM 2

RECEPTION/SECRETARY A-118.1, A-118.2
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FRP DOOR WITH ALUMINUM 

FRAME

ELEC ROOM B-119A.2, 
FRP DOOR WITH ALUMINUM 

FRAME

LOADING/RECEIVING B-004.3
FRP DOOR WITH ALUMINUM 

FRAME

GYMNASIUM B-114.3
FRP DOOR WITH ALUMINUM 

FRAME

MECHANICAL ROOM B-119.2

A-401
18 ELEVATION

A-401
19 ELEVATION.

NANA WALL

MEDIA CENTER

MEDIA CENTER
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