
S
E

E
 P

L
A

N

FINISH FLOOR

B/PLANK BEARING
EL SEE PLANS TYP

FIBER REINFORCED TOPPING 
(INSULATION OCCURS BETWEEN 
PLANK AND TOPPING AT MECH. ROOM)

GROUT SLAB JOINT 
SOLID AND SMOOTH

#4 DOWEL @ GROUT JOINT 
BETWEEN PRECAST UNITS (BY 

PRECASTER) SEE OTHER DETAILS

CONT 1/8" THICK 
"KOROLATH" BRG PAD TYP

CUT TOP OF PLANK OVER 
EACH CORE AND FILL WITH 

CONCRETE OR GROUT

#4 CONT

#4 DWL @ GROUT JOINT 
BETWEEN PRECAST UNITS 
BY PRECASTER 4'-0" LG MIN

DAM ENDS OF UNITS 6" TO 
RETAIN CONCRETE OR 
GROUT

BOND BEAM W/(2)-#5 CONT 
SEE PLAN FOR CMU WALL 
W/REINFORCING

FINISH FLOOR

S
E

E
 P

L
A

N
P

L
A

N
S

E
E

 3" BRG

3" BRG

1 1/2" BRG

BOND BEAM w/(2)-#5 CONT 
SEE PLAN FOR CMU WALL 
w/REINFORCING

 3" BRG

FINISH FLOOR

#4 DWL @ GROUT JOINT 
BETWEEN PRECAST UNITS 
BY PRECASTER

3'-0" MIN

6
"

CONT 1/8" THICK "KOROLATH" 
BRG PAD TYP

S
E

E
 P

L
A

N

#4 x  4'-0" @  12" OC

REINF MASONRY 
WALL SEE PLAN

TOPPING SLAB, 
SEE PLAN

T/SLAB
SEE PLAN

CONT 1/8" BRG 
STRIP

#4 DOWELS 
GROUTED IN 
KEYWAYS

18"

24"

3" MIN

CONT. BOND BEAM W/(2) #5

REINF MASONRY 
WALL SEE TYP. 
DETAIL

CONT 1/8" BRG STRIP

TOPPING SLAB 
SEE PLAN

T/SLAB
SEE PLAN

GROUT CORE SOLID

REINF MASONRY 
WALL SEE PLAN

TOPPING SLAB 
SEE PLAN

T/SLAB
SEE PLAN

CONT 1/8" BRG 
STRIP

#4 DOWELS 
GROUTED IN 
KEYWAYS

18"

24"

#4 x 4'-0" GROUTED 
IN KEYWAYS AT 

ALIGNED JOINTS

3" MIN

REINF MASONRY 
WALL SEE PLAN

CONT BOND 
BEAM

1/8" CONT 
BRG STRIP

PRECAST SLAB 
SEE PLAN

T/SLAB
SEE PLAN

#4 @ 48" GROUTED 
SOLID IN EA KEYWAY

48"

24"
SAWCUT 1/8" WIDE x 1/2" 
DEEP CONTROL JOINT IN 

SLAB TOPPING

#4 x 4'-0" @ 12" OC

EXTEND WALL 
REINF 6" ABOVE 
PLANK BRG TYP

REINF MASONRY 
WALL SEE PLAN

L6x6x5/16x0'-10" LG @ 48" OC 
W/ (2) 3/4" DIA x 4" EMBED 
EXPANSION ANCHORS

EMBED BY PRECAST 
SUPPLIER, TYP.

TOPPING SLAB 
SEE PLAN

T/SLAB
SEE PLAN

3/16 4
TYP

MC8x22.8 x 1'-0" LG @ 48" OC 
W/(2) 3/4"Ø THREADED 

RODS EMBEDED 4" USING 
HILTI HIT-HY 270

PLANK 
PERPENDICULAR 

TO WALL

PLANK PARALLEL TO WALL

REINF MASONRY 
WALL SEE PLAN

TOPPING SLAB 
SEE PLAN

T/SLAB
SEE PLAN

CONT 1/8" BRG 
STRIP

#4 DOWELS 
GROUTED IN 
KEYWAYS

18"

24"

#4 x 4'-0" GROUTED 
IN KEYWAYS AT 

ALIGNED JOINTS

CONT HSS 3x2x1/4 (LSH)

1/2"x3"x8" PL W/ (2)1/2"DIA x 3" 
LG HEADED STUD AT 48" OC IN 
SOLID GROUTED MASONRY

3/16 4

REINF MASONRY 
WALL SEE PLAN

L6x6x5/16x0'-10" LG @ 48" OC 
W/ (2) 3/4" DIA x 4" EMBED 

EXPANSION ANCHORS

EMBED BY PRECAST 
SUPPLIER

TOPPING SLAB 
SEE PLAN

T/SLAB
SEE PLAN

3/16 4
CONT 1/8" BRG 
STRIP

#4 DOWELS 
GROUTED IN 
KEYWAYS

18"

24"

FINISH FLOOR

#4 DWL @ GROUT JOINT 
BETWEEN PRECAST 

UNITS BY PRECASTER

2'-0"

1'-0" MIN

DAM ENDS OF UNITS 6" 
TO RETAIN CONCRETE 

GROUT

CONT 1/8" THICK "KOROLATH 
BRG PAD TYP

CUT TOP OF PLANK OVER 
EACH CORE AND FILL WITH 
CONCRETE OR GROUT

SILL DETAIL BY ELEVATOR 
SUPPLIER SEE ARCH DWGS

#4 CONT

BOND BEAM w/(2)-#5 CONT 
SEE PLAN FOR CMU WALL 
w/ REINFORCING

 3" BRG

PLAN

SEE

S
E

E
 P

L
A

N

T/SLAB
SEE PLAN

STEEL BEAM 
SEE PLAN

EMBED BY 
PRECAST SUPPLIER

TOPPING SLAB 
SEE PLAN

SEE ARCH

EOS

CONT 18GA 
POUR STOP

T/SLAB
SEE PLAN

STEEL BEAM 
SEE PLAN

EMBED BY 
PRECAST SUPPLIER

TOPPING SLAB 
SEE PLAN

#4 BAR x 4'-0" @ 12" OC

T/SLAB
SEE PLAN

STEEL BEAM 
SEE PLAN

EMBED BY 
PRECAST SUPPLIER

TOPPING SLAB 
SEE PLAN

CONT HSS 3x2x1/4 (LSH)

T/SLAB
SEE PLAN

STEEL BEAM 
SEE PLAN

EMBED BY PRECAST 
SUPPLIER TYP

TOPPING SLAB 
SEE PLAN

#4 BAR x 3'-6" 
@ 4'-0" OC T/SLAB

SEE PLAN

STEEL BEAM 
SEE PLAN

EMBED BY 
PRECAST SUPPLIER TOPPING SLAB 

SEE PLAN

HSS 2x2x1/4 x 0'-6" @ 
48" OC

#4 x 3'-6" @ 4'-0" OC

1" GAP

SEE PLANS FOR BEAM SIZE

EMBED PLATES BY 
PRECAST SUPPLIER. 

#4 DWL @ GROUT JOINT 
BETWEEN PRECAST UNITS BY 
PRECASTER 4'-0" LG MIN

CUT TOP OF PLANK OVER 
EACH CORE AND FILL WITH 
CONCRETE OR GROUT

VERT REINF 
SEE PLANS

VERTICAL DOWELS WELDED 
TO TOP OF PL TO MATCH 

SIZE AND SPACING OF WALL 
VERTICAL REINF'G

FINISH FLOOR

S
E

E
 P

L
A

N

1 1/2" BRG  3" BRG

FINISH FLOOR

#4 DWL @ GROUT JOINT 
BETWEEN PRECAST UNITS 
BY PRECASTER

CUT TOP OF PLANK OVER EACH 
CORE AND FILL WITH 
CONCRETE OR GROUT

3'-0" MIN

6
"

S
E

E
 P

L
A

N

#4 x 4'-0" @ 12" OC

REINF MASONRY 
WALL TYP. DETAIL

TOPPING SLAB 
SEE PLAN

T/SLAB
SEE PLAN

2 3/4"

CONT. BOND BEAM 
W/(2) #5 CONT.

#4 DWL AT 8'-0"oc MAX

6
"

6
"

VERTICAL DOWELS WELDED 
TO TOP OF PL TO MATCH SIZE 

AND SPACING OF WALL 
VERTICAL REINF'G VERT REINF 

SEE PLANS

#4 DWL AT 8'-0"oc MAX

6
"

6
"

SEE PLAN FOR 
BEAM SIZE

GAP
2" MIN

FINISH FLOOR

S
E

E
 P

L
A

N

SEE ARCH DWGS 
FOR WALL FINISHES

SEE PLANS FOR 
BEAM SIZE

#4 DWL @ GROUT JOINT 
BETWEEN PRECAST UNITS 
BY PRECASTER

CUT TOP OF PLANK OVER EACH 
CORE AND FILL WITH 
CONCRETE OR GROUT

VERT REINF'G SEE PLANS

VERTICAL DOWLES WELDED 
TO TOP OF PL TO MATCH 
SIZE AND SPACING OF WALL 
VERTICAL REINF'G PLAN

SEE

FINISH FLOOR

1
'-
6
"

2'-0"

EMBED BY PRECAST SUPPLIER

#4 x 4'-0" @ 12" OC

#4 DOWEL x2'-6" LG EACH SIDE OF BEAM 
WELDED TO WEB OF BEAM @ GROUT 
JOINT BETWEEN PRECAST UNITS BY 
PRECASTER

FINISH FLOOR

3/4" CONT PL

SEE PLANS FOR 
BEAM SIZE

TYP
5/16

S
E

E
 P

L
A

N

SEE ARCH DWGS 
FOR STAIRS

#4

3"

NOSE OF FIRST RISER

CENTER OF BEAM AND 
EDGE OF PRECAST

BREAK OUT TOP EDGE OF PRECAST
PLANK TO FIRST CORE AND FILL
WITH CONCRETE OR GROUT

1
' -

 0
"

2
"

SEE PLANS FOR BEAM SIZE

[SEE ARCH DWGS FOR SPRAY 
FIREPROOFING OF STEEL FRAMING]

T/SLAB
SEE PLAN

STEEL BEAM 
SEE PLAN

EMBED BY 
PRECAST SUPPLIER

PRECAST SLAB 
SEE PLAN

NOTCH PLANK 
AS REQ'D FOR 
INSTALLATION

1100 Superior Avenue - Suite 300  |  Cleveland, OH 44114

(216) 861-2020                                         www.osborn-eng.com
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SCALE: 3/4" = 1'-0"

PRECAST PLANK JOINT DETAIL
1

SCALE: 3/4" = 1'-0"

PRECAST PLANK CONTINUOUS
CMU END BEARING DETAIL

6
SCALE: NONE

PRECAST PLANK CMU SIDE AND END BEARING DETAIL
9

SCALE: NONE

PLANK BEARING AT EXTERIOR CMU
WALL

2
SCALE: NONE

PLANK AT EXTERIOR CMU WALL
3

SCALE: NONE

PLANK BEARING AT BOTH SIDES OF CMU WALL
4

SCALE: NONE

PLANK PERPENDICULAR TO
INTERIOR CMU WALL

7
SCALE: NONE

PLANK AT INTERIOR CMU WALL
8

SCALE: NONE

PLANK OF DIFFERENT THICKNESS
AT INTERIOR CMU WALL

10

SCALE: 3/4" = 1'-0"

PLANK AT INTERIOR CMU WALL
11

SCALE: 3/4" = 1'-0"

PRECAST PLANK/ELEVATOR SILL DETAIL
12

SCALE: NONE

PLANK BEARING ON STEEL BEAM
17

SCALE: NONE

PLANK BEARING ON STEEL BEAM
18

SCALE: NONE

PLANK OF DIFFERENT THICKNESS
BEARING ON STEEL BEAM

19
SCALE: NONE

PLANK BEARING ON STEEL BEAM
15

SCALE: NONE

PLANK BEARING ON STEEL BEAM
16

SCALE: NONE

PRECAST PLANK STEEL CONT END
BEARING w/WALL DETAIL

13

SCALE: NONE

PRECAST PLANK STEEL SIDE AND
END BEARING DETAIL

20

SCALE: NONE

PLANK PARALLEL TO CMU WALL
5

SCALE: 3/4" = 1'-0"

PRECAST PLANK STEEL CONT SIDE BEARING DETAIL
14

SCALE: NONE

PRECAST PLANK STEEL END
BEARING W/WALL DETAIL

21
SCALE: 3/4" = 1'-0"

PRECAST PLANK FLUSH STEEL
CONT END BEARING DETAIL

22
SCALE: 3/4" = 1'-0"

PRECAST PLANK AT STAIRS DETAIL
23

SCALE: 3/4" = 1'-0"

PLANK BEARING ON STEEL BEAM
24

jlazevnick
M-100
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