
APPROVED MANUFACTURERS SHALL BE BODINE #GTD20A AND
NINE24 #BLTC2.4-SP1.
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RECEPTACLE / SWITCH DETAIL IN MASONRY
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6.

FLOOR PLANS.

VERIFY ACTUAL QUANTITIES ON

ACTUAL QUANTITIES NOT SHOWN-

1ST FLOOR

1.

FIRE ALARM NOTES:

COMPLETE BY THE CONTRACTOR.

THE SYSTEM SHALL BE FURNISHED AND INSTALLED

2.

3.

5.

DRAWING SUBMITTALS.

CONTRACTOR SHALL PROVIDE COMPLETE CUSTOM

WIRE DUCT DETECTORS TO RESPECTIVE UNIT FOR

UNIT SHUT DOWN.

THE COMPLETE FIRE ALARM INSTALLATION SHALL BE

IN STRICT ACCORDANCE WITH ALL CODES, STANDARDS

FFF

CONTROL

N.T.S.

FIRE ALARM RISER DIAGRAM

PANEL

FIRE ALARM

FFF F

7.

AND ORDINANCES.

CONNECT TO ELEVATOR RECALL FOR THE

ELEVATOR.

PROVIDE SIGNAL NAC PANELS AS NECESSARY.

F SDF SD SD DD DD FS FSTS TS

F F

REMOTE
ANNUNCIATOR

#1

#2

ANNUNCIATOR
REMOTE

STATUS STATIONS IN THE SUPPLY AND RETURN DUCTS

INSTALL DUCT SMOKE DETECTORS WITH REMOTE TEST/4.

OF ALL HVAC UNITS AS REQUIRED.  VERIFY QUANTITIES.

COMMUNICATOR FROM THE TELEPHONE BOARD.

PROVIDE TWO (2) TELEPHONE LINES TO THE DIGITAL8.

9. ALL FIRE ALARM WIRING SHALL BE IN CONDUIT.

XXX

CONTROLLER
ELEVATOR

VERIFY QUANTITY OF FLOW SWITCHES AND TAMPER

SWITCHES WITH THE SPRINKLER CONTRACTOR.

10.
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2ND FLOOR

TRANSFORMER VAULT DETAIL
N.T.S.

HOT

PANEL
CIRCUIT BREAKER

EMERGENCY

NEUTRAL

GENERATOR TRANSFER DEVICE
ELECTRONICS

COVER

TERMINAL BLOCKS

T1

1 2 3 4 5 6

T2

1 2 3 4 5 6 7

UP TO
LOAD

LIGHTING

20A

LOCAL
SWITCHING MEANS

PANEL
CIRCUIT BREAKER

NORMAL

HOT

NEUTRAL

3'-6"

8" COIL PIPE

3'-6"

4"

7'-0"

1'-5"

4'-0"
1'-6"

7'-0"

8'-0"

6" WALLS6"

5'-2"

6"

(4) PULLING IRONS
(4) 18" x 18"

KNOCKOUTS

FIFTH COURSE OF BLOCK AT APPROXIMATELY +40" TO

THE BOTTOM OF THE BOX UNLESS NOTED OTHERWISE.

SWITCHES SHALL BE INSTALLED AT THE TOP OF THE

THE SECOND COURSE OF BLOCK AT APPROXIMATELY +16"

TO THE BOTTOM OF THE BOX UNLESS NOTED OTHERWISE.

DUPLEX RECEPTACLES SHALL BE INSTALLED AT THE TOP OF

FLOOR

24" OF THE DOOR OPENING

INSTALL SWITCHES WITHIN

OPENING

DOOR

GTD NOTE:

"GENERATOR TRANSFER DEVICE" WIRING DIAGRAM
N.T.S.

O
E

T
A

T
S

OI

H
O

F

J
.

C
O

Y

E
-
6
9
0
7
3

A
L

E
N
G

IN
EE

R

N
O

I
S

S

E
FORP

T
E
R
E
D

S
I

G
E

R

T
IM

O
T

H
Y

C
O

N
S

U
L
T
I
N

G
 
E
N

G
I
N

E
E
R

S

27
81

 S
AL

T 
SP

RI
NG

S 
RO

AD
YO

UN
GS

TO
W

N,
 O

HI
O 

44
50

9

SCALE:

1 2

A

3 4 5 6 7 8 9 10 11 12 13 14

1 2 3 4 5 6 7 8 9 10 11 12 13 14

B

C

D

E

F

G

H

J

K

L

A

B

C

D

E

F

G

H

J

K

L

DATE

CHECKED BY

DRAWN BY

PROJECT NO

IS
S

U
E

D
 A

S
:

SHEET NO

PROJECT NO

A
R
C
H
IT
E
C
TU
R
A
L 
V
IS
IO
N
 
G
R
O
U
P
, 
LT
D

AR
C
H
IT
E
C
TS
 
 
 
 
 
 
 
P
LA
N
N
E
R
S

2
3
8
5
0
 
S
P
E
R
R
Y 
D
R
IV
E
 
 
 
C
LE
VE
LA
N
D
, 
O
H
IO
 
4
4
1
4
5

P
R

O
F

E
S

S
IO

N
A

L
 S

E
A

L
:

C
O

N
S

U
L

T
A

N
T

:

2203-2

M
A

S
S

IL
L

O
N

 E
A

S
T

 E
L

E
M

E
N

T
A

R
Y

 P
K

-3

1 
P

A
U

L
 E

 B
R

O
W

N
 D

R
IV

E
 S

E
, 

M
A

S
S

IL
L

O
N

, 
O

H
IO

 4
4

6
4

6

M
A

S
S

IL
L

O
N

 C
IT

Y
 S

C
H

O
O

L
 D

IS
T

R
IC

T
   

   
M

A
S

S
IL

L
O

N
, 

O
H

IO

07/12/23

WAM

TJC

2203-2

M
A

S
S

IL
L

O
N

 C
IT

Y
 S

C
H

O
O

L
S

DIAGRAMS AND
DETAILS

E-408

M
A

R
K

D
A

T
E

D
E

S
C

R
IP

T
IO

N

0
7

/1
2/

23
10

0
%

 B
ID

 /
 P

E
R

M
IT

 S
E

T


	Sheets
	E-101-A - FIRST FLOOR PLAN - LIGHTING - UNIT A
	E-101-B - FIRST FLOOR PLAN - LIGHTING - UNIT B
	E-101-C - FIRST FLOOR PLAN - LIGHTING - UNIT C
	E-102-A - SECOND FLOOR PLAN - LIGHTING - UNIT A
	E-102-C - SECOND FLOOR PLAN - LIGHTING - UNIT C
	E-201-A - FIRST FLOOR PLAN - POWER - UNIT A
	E-201-B - FIRST FLOOR PLAN - POWER - UNIT B
	E-201-C - FIRST FLOOR PLAN - POWER - UNIT C
	E-202-A - SECOND FLOOR PLAN - POWER- UNIT A
	E-202-C - SECOND FLOOR PLAN - POWER - UNIT C
	E-203 - ENLARGED KITCHEN AREA - POWER PLAN
	E-301-A - FIRST FLOOR PLAN - SYSTEMS - UNIT A
	E-301-B - FIRST FLOOR PLAN - SYSTEMS UNIT B
	E-301-C - FIRST FLOOR PLAN - SYSTEMS - UNIT C
	E-302-A - SECOND FLOOR PLAN - SYSTEMS - UNIT A
	E-302-C - SECOND FLOOR PLAN - SYSTEMS - UNIT C
	E-303 - ROOF PLAN - ELECTRICAL
	E-401 - ONE LINE POWER RISER DIAGRAM
	E-402 - SYMBOLS AND SCHEDULES
	E-403 - PANEL SCHEDULES
	E-404 - PANEL SCHEDULES AND DETAILS
	E-405 - LIGHTING CONTROL DETAILS
	E-406 - DAYLIGHT HARVESTING WIRING DIAGRAM AND SCHEDULE
	E-407 - MECHANICAL EQUIPMENT SCHEDULE
	E-408 - DIAGRAMS AND DETAILS


