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0' - 0"
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13' - 4"

T.O.M ONE-STORY
CLASSROOMS
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1' - 1 1/4"

OMA WALL METAL PANEL

ALUMINUM COPING

OMA WALL METAL PANELS WITH 
MITERED CORNERS

7/8" HATCH CHANNEL

8" COLD FORM METAL STUD

INSIDE CORNER POST

3-5/8" COLD FORM METAL 
STUD

5/8" FRT PLYWOOD 
SHEATHING
BENT PLATE SEE STRUCTURAL 
DRAWINGS

CRICKET  BEYOND

TPO ROOF SYSTEM SEE 
ROOF DETAILS

1'
 - 

1 
1/

2"

METAL DECK

10
' -

 1
0 

3/
4"

FIRST FLOOR
0' - 0"

SECOND FLOOR
13' - 4"

14 ROOF
38' - 0"

T.O.M TWO-STORY
CLASSROOMS

28' - 8"

T.O.P
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A-502
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5/8" GYPSUM BOARD 

ACOUSTICAL LAY-IN CEILING SYSTEM

5/8" GYPSUM BOARD 

ACOUSTICAL LAY-IN CEILING SYSTEM

CONCRETE PLANK FLOOR

1 3/4"

4.09

TPO ROOF SYSTEM SEE 
ROOF DETAILS

METAL DECK

3-5/8" COLD FORM 
METAL STUD

7/8 HAT CHANNEL

OMA WALL PANEL

CURTAIN WALL 
SYSTEM

J CHANNEL 
BACKER ROD 
AND SEALANT

ACOUSTICAL 
LAY- IN TILE 
CEILING SYSTEM

ACOUSTICAL 
CEILING TILE 
SYSTEM

CURTAIN WALL SYSTEM

TPO ROOF SYSTEM SEE 
ROOF DETAILS

STANDING SEAM ROOF

HSS SEE 
STRUCTURAL 
DRAWINGS

CURTAIN WALL SYSTEM

3'
 - 

6"

CEILING CLOUD SEE REFLECTED CEILING PLANS

LIGHT FIXTURE

FOUNDATION FOOTING 
SEE STRUCTURAL 
DRAWINGS

FROST SLAB, REFER TO
STRUCTURAL.

BITUMINOUS
DAMPPROOFING BELOW

GRADE (TYPICAL)

THRESHOLD WITH WEATHER STRIPPING
SET IN FULL BED OF MASTIC SEALANT, 

EMBEDDED ANGLE AND HEADED STUDS, 
TYPICAL AT ALL EXTERIOR DOORS.

3-5/8" METAL 
STUD AT 16"

CAST-IN-PLACE  CONCRETE 
SLAB -ON-GRADE,SEE 
STRUCTURAL DWGS

SECOND FLOOR
13' - 4"

B.1 B.09

MEDIA CENTER
B-101

CORRIDOR
B-001

STORE FRONT WALL
SEE STORE FRONT A-401

6" METAL STUD WALL AT 
16" O.C.

5/8" GYPSUM BOARD 

ACOUSTICAL 
CELING TILE SYSTEM

2'
 - 

2 
1/

4"

RUN GYPSUM 
BOARD 4" PAST 
ACOUSTICAL 
CEILING TILE 
SYSTEM

HSS STEEL. SEE 
STRUCTURAL 
DRAWINGS

WOOD BLOCKING

B.08

CAST-IN-PLACE  CONCRETE 
SLAB -ON-GRADE,SEE 
STRUCTURAL DWGS

FIRST FLOOR
0' - 0"

SECOND FLOOR
13' - 4"

T.O.M ONE-STORY
CLASSROOMS

15' - 4"

ELEMENTARY
DINING
B-103

MEDIA CENTER
B-101

5/8" GYPSUM BOARD 

NANA WALL.

4"

A-405
J16

A-405
T16

(2) 3-5/8" METAL STUD

ACOUSTICAL 
LAY-IN CEILING 
TILE SYSTEM

7.3

CAST-IN-PLACE  CONCRETE 
SLAB -ON-GRADE,SEE 
STRUCTURAL DWGS
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