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LOW ROOF FRAMING BELOW
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S-501

DESIGN JOIST TO SUPPORT ROLL-UP 
DIVIDER LOAD AND LIMIT DEFLECTIONS 
PER MANUFACTURER'S REQUIREMENTS 
(COORD. W/ ARCH AND MANUF)
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LOW ROOF FRAMING BELOW
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S-504

ROOF FRAMING NOTES

1. REFERENCE: GENERAL NOTES - S-001 - S-002, TYPICAL DETAILS - S-300 SERIES

2. VERIFY ALL ELEVATIONS AND DIMENSIONS SHOWN WITH ARCHITECTURAL 
DRAWINGS AND EQUIPMENT SUPPLIERS SHOP DRAWINGS PRIOR TO 
FABRICATION AND INSTALLATION OF STRUCTURAL STEEL 

3. ROOF CONSTRUCTION:
A. TYPICAL ROOF DECK: 1 1/2"x20GA TYPE B, GALVANIZED AND PRIMED. WIDE 

RIB METAL ROOF DECK WITH A MINIMUM THREE SPAN CONDITION. 

B. CAFETERIA AND GYMNASIUM ROOF DECK: 3"x20GA TYPE BA, GALVANIZED 
AND PRIMED. WIDE RIB METAL ROOF DECK WITH A MINIMUM THREE SPAN 
CONDITION.   

C. SEE GENERAL NOTES FOR DECK FASTENING PATTERN. 

D. COORDINATE ALL ROOF SLOPES, ELEVATIONS, AND DRAINAGE LOCATIONS 
WITH ARCHITECTURAL AND PLUMBING DRAWINGS. 

E. COORDINATE LOCATION, SIZE, AND QUANTITY OF ROOF OPENINGS AND 
PENETRATIONS (HATCHES, EXHAUST FAN, ETC.) WITH ARCHITECTURAL, 
MECHANICAL, AND ELECTRICAL DRAWINGS. MARK LOCATIONS AND SIZE OF 
OPENINGS ON SHOP DRAWINGS PRIOR TO SUBMITTING FOR REVIEW.

F. PROVIDE ROOF OPENING FRAMING FOR ALL OPENINGS AND 
PENETRATIONS THROUGH THE ROOF PER TYPICAL DETAIL.

4. GENERAL CONTRACTOR SHALL COORDINATE ROOF TOP UNIT DIMENSIONS WITH 
APPROVED RTU  MANUFACTURER DRAWINGS.

A. SUPPORT FRAMING SHOWN IS FOR THE RTU'S SPECIFIED ON MECHANICAL 
DRAWING.  IF A DIFFERENT UNIT IS TO BE USED, CONTACT STRUCTURAL 
ENGINEER BEFORE PROCEEDING.

B. SET UNIT CURB ON ROOF FRAMING MEMBERS OR SUPPORT MEMBERS 
RUNNING  BETWEEN THEM. DO NOT PLACE CURB ON UNSUPPORTED ROOF 
DECK.

5. FIELD VERIFY ALL DIMENSIONS PRIOR TO FINAL DETAILING AND FABRICATION. IF 
ANY  EXISTING CONDITION IS NOT AS SHOWN, CONTACT A/E BEFORE 
PROCEEDING WITH  WORK.

6. LINTELS ARE REQUIRED AT ALL MASONRY OPENINGS. COORDINATE ALL 
MASONRY OPENINGS WITH ARCHITECTURAL, MECHANICAL, ELECTRICAL, AND 
PLUMBING DRAWINGS AND REFER TO TYPICAL LINTEL SCHEDULE AND TYPICAL 
LINTEL DETAILS. UNO. NOTE: NOT ALL OPENINGS ARE SHOWN ON PLAN.   

A.           DENOTES STEEL LINTEL. STEEL LINTELS ARE REQUIRED AT ALL 
MASONRY OPENINGS GREATER THAN 4'-0". SEE LINTEL SCHEDULE ON 
S-320 AND GENERAL NOTES.

B.           DENOTES MASONRY LINTEL. MASONRY LINTELMAY BE USED AT 
OPENINGS LESS THAN 4'-0". SEE LINTEL SCHEDULE ON S-320 AND GENERAL 
NOTES.

C. COORDINATE REQUIRED CLOSURE PLATES AND DIMENSIONS AT VARIOUS 
FINISHES WITH ARCHITECTURAL DRAWINGS. MINIMUM PLATE THICKNESS IS 
3/8" AND IS TO BE WELDED TO STEEL LINTEL.

7.          DENOTES TAGGED END OF JOIST TO RECEIVE JOIST SEAT DEPTH TO 
MATCH ADJACENT DBL. PITCHED JOIST SEAT. 

L#

ML#

1

DL= 200 PLF
LL = 200 PLF

DEAD LOAD FROM BASKETBAL BACKSTOP, COORD 
WITH MANUFACTURER

(LOCATION AND QUANITIY MAY VARY, SEE PLAN 
AND PLAN NOTES FOR ADDITIONAL INFORMATION)

DL= 200 PLF
LL = 200 PLF

DESIGN JOIST TO SUPPORT ROLL-UP DIVIDER 
LOAD AND LIMIT DEFLECTIONS PER 
MANUFACTURER'S REQUIREMENTS (COORD. W/ 
ARCH AND MANU. AND PLAN NOTES)
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SCALE: 1/8" = 1'-0"

HIGH ROOF FRAMING PLAN - UNIT B
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SCALE: NONE

GYM SPECIALTY JOIST LOADING- BACKSTOPS (52LH DBP-SP1 TO SP3)
2

GYM ROOF NOTES:

1. =THE BASKETBALL BACKSTOP VENDOR SHALL DESIGN SUPPORTING MAST, 
FRAME AND ALL SWAY BRACING ELEMENTS REQUIRED TO SUPPORT THE 
VARIOUS POSITIONS OF THE FORWARDING FOLDING, ROOF JOIST SUPPORTED 
BACKSTOPS.  THE BACKSTOP DESIGNER SHALL COORDINATE AND PROVIDE 
ALL BACKSTOP ATTACHMENT POINT FORCES (LATERAL AND VERTICAL) WITH 
THE ROOF JOIST MANUFACTURER.  SEE PLANS FOR ANTICIPATED BACKSTOP 
FORCES TO BE USED ONLY FOR BIDDING PURPOSES.  THE BACKSTOP 
DESIGNER SHALL VERIFY AND PROVIDE THE ACTUAL ATTACHMENT FORCES 
AND THIER LOCATIONS WITH THE STEEL ROOF JOIST DESIGNER.

2. THE GYMNASIUM CYRTAIN VENDOR SHALL DESIGN THE HANGER ASSEMBLY 
REQUIRED TO SUPPORT THE CENTER-ROLL DIVIDER CURTAINS FROM THE 
ROOF JOIST.  THE CURTAIN DESIGNER SHALL COORDINATE AND PROVIDE ALL 
ATTACHMENT POINT FORCES WITH THE ROOF STEEL JOIST MANUFACTURER.  
SEE PLANS ANTICIPATED CURTAIN FORCES AND THIER LOCATIONS WITH THE 
STEEL ROOF JOIST DESIGNER.  

SPECIALTY JOIST NOTES:

• SELF WEIGHT OF JOIST MUST BE ADDED TO DEAD LOAD INDICATED
• LOADS SHALL BE COMBINED IN ACCORDANCE WITH ASCE 7-10 LOAD 
COMBINATIONS
• ALL LOADS SHOWN ARE UNFACTORED
• SEE COMPONENTS AND CLADDING TABLE ON SHEET S002 FOR WIND UPLIFT 
REQUIREMENTS
• ALL MECH. DUCTWORK, EQUIPMENT, LIGHTING, AND SPRINKLER MUST BE 
HUNG FROM JOIST TOP CHORD.

*

LEVEL SCHEDULE

NAME ELEVATION

ROOF FRAMING - MECH ROOM 32' - 0"

ROOF FRAMING PLAN 28' - 0"

SECOND FLOOR 13' - 4"

T/STL SECOND FLOOR 12' - 4"

FIRST FLOOR 0' - 0"

T/ FOUNDATION (TYP UNO) -1' - 4"

SCALE: NONE

GYM SPECIALTY JOIST LOADING- DIVIDER CURTAIN (52LH DBP-SP4)
3
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