
2 1/2"

2"

2 1/2"

2"

3"

2 1/2" 6"2"3/4"

6"
3/4"

3/4"

SEE SHEET M-201-B 
FOR CONTIUATION

MOUNT ON 6" HIGH
CONCRETE PAD.

AHU-1 (6,200 #)

25.8 GPM HEATING COIL
54.3 GPM COOLING COIL

MOUNT ON 6" HIGH
CONCRETE PAD.

AHU-2 (3,400 #)

18.4 GPM HEATING COIL
42.5 GPM COOLING COIL

BOILERS 1 & 2
BUILDING HOT WATER
3,000 MBH (EA.)

P-1
BUILDING HOT WATER
CIRCULATOR, 313
GPM, 45 FT HEAD,
5.0 HP MOTOR

P-2
BUILDING HOT WATER
CIRCULATOR, 313
GPM, 45 FT HEAD,
5.0 HP MOTOR

P-6
BUILDING CHILLED 
WATER CIRCULATOR,
394 GPM, 66 FT HEAD,
10.0 HP MOTOR

P-7
BUILDING CHILLED 
WATER CIRCULATOR,
394 GPM, 66 FT HEAD,
10.0 HP MOTOR

HWS

HWR

SEE SHEET M-201-B 
FOR CONTIUATION

SEE SHEET M-201-B 
FOR CONTIUATION

SEE SHEET M-201-B 
FOR CONTIUATION

UH-3
HORIZONTAL UNIT
HEATER. 14.9 MBH
CAPACITY, 1.0 GPM,
450 CFM. SUSPEND
FROM STRUCTURE
WITH SPRING
VIBRATION
ISOLATION.

CWR

CWS

EXPANSION TANK
CHILLED WATER
SYSTEM

EXPANSION TANK
HOT WATER
SYSTEM

VFD
SERVING P-1

VFD
SERVING P-2

VFD
SERVING P-3

VFD
SERVING P-4

BOILER
CONTROL
PANEL

TEMPERATURE
CONTROL
PANEL

4"4"

4"

SEE SHEET M-201-B 
FOR CONTIUATION

2"3/4"

2"

2 1/2"

2 1/2"

2"

4"6"

P-3
BOILER 
CIRCULATOR. 201 
GPM, 30 FT HEAD, 3.0 
HP MOTOR

P-4
BOILER 
CIRCULATOR. 201 
GPM, 30 FT HEAD, 
3HP MOTOR

P-5
CHILLER 
CIRCULATOR. 394 
GPM, 35 FT HEAD, 
5.0HP MOTOR

6"

6"

6"

6"

GLYCOL FEED
55 GAL TANK WITH 
TWO INDEPENDANT 
PUMPS. CONNECT 
ALL PIPING PER 
MANUFACTURERS 
RECOMMENDATION.

6"

6"

CHWADS-1
SEE SCHEDULE FOR 
SIZE AND CAPACITY.

HWADS-1
SEE SCHEDULE FOR 
SIZE AND CAPACITY.

3"

2 1/2"

2"

1 1/2"

3"
2 1/2"

2 1/2"

4"

6"

3"

4"

2"

3"

2 1/2"

3"

2"

2 1/2"

1 1/2"

SEE SHEET M-202-C
FOR CONTIUATION

SEE SHEET M-202-A  
FOR CONTIUATION

MOUNT ON 6" HIGH
CONCRETE PAD.

AHU-6 (10,400 #)

47.7 GPM HEATING COIL
104.4 GPM COOLING COIL

MOUNT ON 6" HIGH
CONCRETE PAD.

AHU-5 (7,900 #)

34.7 GPM HEATING COIL
77.7 GPM COOLING COIL

MOUNT ON 6" HIGH
CONCRETE PAD.

AHU-3 (3,100 #)

14.4 GPM HEATING COIL
30.7 GPM COOLING COIL

MOUNT ON 6" HIGH
CONCRETE PAD.

AHU-4 (6,650 #)

27.3 GPM HEATING COIL
62.6 GPM COOLING COIL

UH-4
HORIZONTAL UNIT
HEATER. 14.9 MBH

CAPACITY, 1.0 GPM,
450 CFM. SUSPEND
FROM STRUCTURE

WITH SPRING
VIBRATION
ISOLATION.

UH-5
HORIZONTAL UNIT
HEATER. 14.9 MBH

CAPACITY, 1.0 GPM,
450 CFM. SUSPEND
FROM STRUCTURE

WITH SPRING
VIBRATION
ISOLATION.

2 1/2"

1 1/2"

3"

4"

2 1/2"

2 1/2"

3"

4"

2"

6"

2"

2"

1 1/2"

3"

3"
2 1/2"

H
W

S

H
W

R

C
W

S

C
W

R

4" HWS/HWR AND 6" 
CWS/CWR UP FROM 
BELOW. SEE SHEET 
M-201-A FOR 
CONTINUATION 
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ENLARGED
MECHANICAL
ROOMS - HVAC
PIPING

M-203
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SCALE: 1/4" = 1'-0"

PARTIAL FIRST FLOOR PLAN - ENLARGED MECH ROOM B-117 - HVAC PIPING

SCALE: 1/4" = 1'-0"

PARTIAL SECOND FLOOR PLAN - ENLARGED MECH ROOM A-235 - HVAC PIPING
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