W: \ACAD14\CTI Envi\5674\Completed Dwgs\200-299\9031SPLE263D.dwg Thu Aug 09 15:28: 11 2001

(BLOWERS TO
FLOOR

480V GAS COMPRESSORS
(VA TUNNEL) e
OWG. EP-273

TO BE REPLACED WITH ALLEN-BRADLEY
MOTOR CONTROL CENTER SPEC. #16480

15°

EQUIPMENT NOT USED

6

92°
22"

2" 2°

13 1/2°

BE REMOVED)

CARAGE DOOR OPENER
480V, 38, .5 HP, .85 AMPS

480V WATER HIR'S UPSTAIRS
( HIR'S REMOVED )

DWG. EP-267

480V PAINT ROOM
AR
DWG. EP-268

& MISC. ——— J

DWG. EP-266 (WATER WELL TO BE_ABANDONED)
REMOVE CABLES & TAPE ENDS FOR FUTURE USE

TROLS (DISCONNECTED)

WG

”
PUMP CONTROL.
B oot SHEBER T

NOTE
1. ITEMS FOR DEMOLITION

8
1
]
z
o
4
4
d
"
(]
<
H

Y

DATE| B8Y JAPP'D

REVISIONS

DESCRIPTIONS

DESIGNED BY
ST/TSS | no.
ORAWN BY
ST/RRR
CHECKED BY

STI/TSS
APPROVED BY
ST/RAL

ENGINEERS IN WATER AND EARTH SCIENCES

ENVIRONMENTAL, INC.
UNIONTOWN, OHIO

WWTP UPGRADE 2000
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