MASSILLON DAILY INSPECTION REPORT REPORT NO. 56
Date: 11/13/13

Project: Griffith Ave SW Sanitary Replacement Road: Finefrock/241

Weather: AM: SUNNY Temperature: AM: 27 Precipitation:
PM: SUNNY PM: 36

Lost Day: Yes [J No [ Reason:
Contractor: Wenger Exc Foreman: Employee: 2
Sub-Contractor: Foreman: Employee: 1
Sub-Contractor: Foreman: Employee:
Sub-Contractor: Foreman: Employee:
Electric: [] Contact: Reason:
Gas: (] Contact: Reason:
Water: ] Contact: Reason:
Cable: [ Contact: Reason:
Phone: [J Contact: Reason:
Equipment:
Dump Truck: _ Paver: _ Grinder _ Tack: _ Roller: __ Rubber Tire Roller:
Back-Hoe: _ Skid Steer: _ Loader: _ Track-Hoe: _ Tandom: __ Compacter:
Dozer: Pan: Water Truck: = Curb Machine: ~ Concrete Truck:

Paid Item Plan ) . .

or Ref No. Page Location or Description Quantity
606 4 |Guardrail Type 5 25LF
606 4 | Guardrail Flared End 2EA
Notes:

Sewer testing- MH Vacuum test MH 6 tested and passed. Installed Guard Rail at Dead End on 8th ST SW

Attachments: Yes [J No [ Inspector: JEFFREY KING
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